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ELECTRICAL SYMBOLS
SYMBOL | DESCRIPTION |MOUNTING HEIGHT| SYMBOL | DESCRIPTION MOUNTING HEIGHT
FIRE ALARM SYSTEM MISCELLANEOUS

CARBON MONOXIDE DETECTOR

CARD READER

CCTV CAMERA

CEILING MOUNTED JUNCTION BOX

)
=
=

MONITOR MODULE

DOOR CONTACT

A2

DUCT SMOKE DETECTOR. NOTE 6

DURESS BUTTON

B @|E|EE OB

FIRE ALARM ANNUNCIATOR ELECTRICAL LOCK
FIRE ALARM CONTROL PANEL PROJECTOR
MHI:I FIRE ALARM MAGNETIC HOLD OPEN PUSH BUTTON
FIRE ALARM HORN VERIFY REQUEST TO EXIT
FIRE ALARM MINI HORN 80" UNO /@ WALL MOUNTED JUNCTION BOX
FIRE ALARM HORN STROBE 80" UNO PO W ER
FIRE ALARM MANUAL PULL STATION 48" UNO BUILDING WIRES IN CONDUIT, ALL PER CODE
COMBO CONTACTOR AND FUSED
FIRE ALARM SMOKE DETECTOR DISCONNECT SWITCH
COMBO TIME CLOCK AND FUSED
FIRE ALARM SMOKE DETECTOR. PROVIDE RELAY | 80" UNO DISCONNECT SWITCH

FIRE ALARM STROBE

CONTROL PANEL

FLOW SWITCH

DISCONNECT SWITCH. FUSED UNO.

HEAT DETECTOR

FUSED COMBO SWITCH/MAGNETIC STARTER

KEY PAD

FUSED DISCONNECT

POWER SUPPLY

HAND DRYER

PUSH BUTTON

)E@@@H!!)

HOMERUN PER CODE

a@@ﬂa@ag,o@@ﬁ§§§

WALL WASH

\V4

SPEAKER ® METER
TAMPER SWITCH D) METER
ALY WH| moTOR
LIGHTING W | PANELBOARD
>< CEILING FAN [e e e] | PUSH BUTTON CONTROL STATION 48" UNO
ﬁ%& COMBINATION EMERGENCY/EXIT LIGHTING UNIT (n) DUPLEX RECEPTACLE. 120V 20A NOTE 4 18" UNO
4—-+ EMERGENCY LIGHTING UNIT q DUPLEX RECEPTACLE. 120V 20A NOTE 4,7 18" UNO
Pam N
® EXIT SIGN D QUADPLEX RECEPTACLE 18" UNO
3:): LUMINAIRE, CEILING MOUNTED CP SIMPLEX RECEPTACLE
O LUMINAIRE, DOWN LIGHT D SPECIAL OUTLET
LUMINAIRE $ WALL SWITCH/SNAP SWITCH. NOTE 5 48" UNO
o NOTE 1
I—O LUMINAIRE $FRAC
Q LUMINAIRE $ \ NOTE 2
NOTE 3
|:| LUMINAIRE $u.
F—e— | Luminaire $ - PILOT LIGHT
C—— | LUMINAIRE $ - SPEED CONTROL SWITCH
|ZH: LUMINAIRE $ ; 0-15 MINUTE TIMER SWITCH
: LUMINAIRE, NIGHT LIGHT OR WITH BATTERY PACK V//jjjjjjiiiiiid | SURFACE WIRE WAY (WIREMOLD)
@ LUMINAIRE, PENDANT TELECOM
) TELEPHONE OUTLET -
OCCUPANCY SENSOR COMPLETE SYSTEM v (X) = # OF CAT 6 CABLES 18" UNO
0 TELEPHONE/DATA COMBINATION OUTLET -
) WALL MOUNTED TELEPHONE OUTLET )
P REMOTE HEAD \' 4 (X) = # OF CAT 6 CABLES 48" UNO
N | TRACK LIGHTING @ CATV OUTLET 18" UNO
(X)
DATA OUTLET - (X) = # OF CAT 6 CABLES 18" UNO

B

FLOOR OUTLET

ELECTRICAL SYMBOLS GENERAL NOTES:

A. NOT ALL

X

SYMBOLS ARE NECESSARILY USED ON THIS PROJECT.

A-1 —— LUMINAIRE TYPE

L-1/26
CIRCUIT PANEL-CIRCUIT NUMBER

SWITCH LEG

NUMBERED NOTES:
FRACTIONAL HORSEPOWER MANUAL CONTROLLER, TOGGLE RED OR GREEN PILOT, WITH

MOTOR RATED SWITCH. MOTOR STARTING SWITCH, RED OR GREEN PILOT. NO OVERLOADS.
MANUAL MOTOR CONTROLLER WITH AUXILIARY CONTACT, PUSH BUTTON OR TOGGLE, TOGGLE

RECEPTACLES: WHERE INDICATED OR WHERE REQUIRED BY CODE PROVIDE CERTAIN

AC=ABOVE COUNTER (INCLUDES ABOVE COUNTER, ABOVE BACK-SPLASH, ABOVE DESK, ABOVE

WP=PROVIDE WEATHER RESISTANT GFI RECEPTACLE, AND LOCKABLE WEATHERPROOF IN USE

1.
OVERLOADS.
2.
3.
RED PILOT LIGHT. WITH OVERLOADS.
4.
RECEPTACLES AS FOLLOWS:
TABLE, ABOVE BENCH). COORDINATE.
GFI=GROUND FAULT CIRCUIT INTERRUPTER.
GA=GFI+AC.
COVER.
5. SWITCHES:

O.R. = OVER-RIDE

MOM. = MOMENTARY CONTACT SWITCH FOR CONTROL OF CONTACTOR.

6. PROVIDE POWER AS NECESSARY. PROVIDE RELAY AND TIE IN FOR FAN SHUTDOWN.
7. CONNECT TO CRITICAL PANEL ("C" SERIES) UNLESS NOTED OTHERWISE.
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RUCTION DOCUMENTS - FOR CONSTRUCTION

GENERAL NOTES

A.  REFER TO THE ARCHITECTURAL SPECIFICATIONS DIVISION 0 AND DIVISION 1 FOR
SCHEDULING REQUIREMENTS. MAINTAIN SERVICES TO OCCUPIED AREAS OF THE
BUILDING DURING CONSTRUCTION. PROVIDE TEMPORARY SERVICES AS REQUIRED.

B. PROVIDE ALL CUTTING AND PATCHING (INCLUDING FIRE STOPPING) OF FLOORS, WALLS
OR CEILINGS FOR DIVISION 26 WORK. MATCH ADJACENT SURFACES.

C. DEMOLISH ALL ELECTRICAL DEVICES SHOWN ON THIS PLAN FROM DEVICE BACK TO
SOURCE, UNLESS SPECIFICALLY NOTED OTHERWISE. MAINTAIN SERVICE TO ALL
DEVICES DOWNSTREAM.

D. EXISTING DEVICES NOT SHOWN ON THIS PLAN ARE TO REMAIN. MAINTAIN CIRCUIT
CONTINUITY.

E. DEMOLISH ALL ELECTRICAL DEVICES ON WALLS SHOWN TO BE DEMOLISHED (DASHED
WALLS). MAINTAIN POWER TO DEVICES DOWNSTREAM OF DEMOLISHED DEVICES.

F.  DEMOLISH ALL ELECTRICAL ITEMS SCHEDULED FOR DEMOLITION COMPLETE. DO NOT
ABANDON CONDUIT, WIRE, HANGERS, ETC. IN PLACE. WHERE EXISTING BRANCH
CIRCUITS ARE INTERCEPTED MAINTAIN POWER TO ALL DEVICES THAT REMAIN.

G. PROVIDE STAINLESS STEEL BLANK COVERPLATES OVER ALL BOXES AND OPENINGS LEFT
UNUSED AS A RESULT OF THE DEMOLITION OF EXISTING ELECTRICAL DEVICES, UNLESS
NOTED OTHERWISE. PROVIDE COVERPLATES SIZED TO COMPLETELY COVER ALL BOXES
AND OPENINGS.

H. PROVIDE NEW SUPPORTS FOR ANY CABLES OR ELECTRICAL EQUIPMENT THAT ARE
PRESENTLY SUPPORTED BY WALLS AND CEILING SLATED FOR DEMOLITION. THIS
REQUIREMENT INCLUDES CONDUIT STUBS, CABLE TRAY, CONDUIT AND WIRING, ETC.
PRESENTLY ROUTED THROUGH WALLS OR SUPPORTED FROM/ON CEILINGS SLATED FOR
DEMOLITION. FIELD VERIFY EXACT REQUIREMENTS.

I.  ELECTRICAL CONTRACTOR IS RESPONSIBLE TO REMOVE AND REINSTALL EXISTING
CEILINGS AS NEEDED FOR ELECTRICAL WORK BEYOND GENERAL DEMOLITION OF
CEILINGS SHOWN ON THE ARCHITECTS DRAWINGS. REPLACE ALL LAY-IN TILES
DAMAGED AS A RESULT OF THE DEMOLITION OF ELECTRICAL WORK.

J.  SEAL ALL HOLES LEFT IN SMOKE OR FIRE RATED WALLS OR FLOORS COMPLETELY WITH
INTUMESCENT TYPE FIRE BARRIERS.

K. REFER TO ARCHITECTURAL DRAWINGS FOR ALL ADDITIONAL TEMPORARY SERVICES
(WIRING, DEVICES, ETC). PROVIDE ALL REQUIRED TEMPORARY SERVICES AND DEVICES
SHOWN IN THE ELECTRICAL AND ARCHITECTURAL SET.

PLAN NOTES

ELECTRICAL CONTRACTOR SHALL SUPPORT EXISTING FIXTURE FOR THE REMOVAL OF
EXISTING CEILING. AFTER NEW CEILING IS INSTALLED REINSTALL LIGHTS. EXTEND
BRANCH CIRCUITS AS REQUIRED.

DISCONNECT, REMOVE AND REINSTALL EXISTING CAMERA AFTER NEW CEILING IS
INSTALLED.

@ DISCONNECT FEED TO EXISTING FURNITURE. REUSE BRANCH CIRCUIT TO FEED NEW
ELECTRICAL SHOWN ON SHEET E4.1.

@ DISCONNECT AND REMOVE EXISTING DEVICE. USE BRANCH CIRCUIT TO FEED NEW
DEVICE SHOWN ON SHEET E4.1.

@ DISCONNECT AND REMOVE EXISTING VOICE/DATA IN ENTIRETY. REUSE EXISTING
RACEWAY TO FEED NEW DEVICE SHOWN ON SHEET E4.1.

@ RELOCATE ALL (INTELEX MONITORING SYSTEM)CCTV CAMERA CABLING AND PROTECT
DURING CONSTRUCTION. AFTER NEW NURSE STATION IS INSTALLED RELOCATE ALL
CABLING AND DEVICES. IF CABLING IS TOO SHORT PROVIDE NEW CABLING FROM
DEVICE TO HEAD-END LOCATION. SITE VERIFY EXACT SCOPE OF WORK PRIOR TO BID.

DISCONNECT, REMOVE, AND REINSTALL EXISTING SWITCHES AND DIMMERS AFTER
NEW WALL IS INSTALLED. EXTEND ALL ELECTRICAL AS REQUIRED. REFER TO SHEET
E4.2 FOR NEW LOCATION.

DISCONNECT, REMOVE, AND REINSTALL EXISTING LIGHT FIXTURE. EXTEND EXISTING
CIRCUITING AS REQUIRED AND RECONNECT. REFER TO SHEET E4.2 FOR LOCATION.

@ DISCONNECT, REMOVE, AND REINSTALL EXISTING SPEAKER. EXTEND EXISTING
CABLING AS REQUIRED. REFER TO SHEET E4.2 FOR NEW LOCATION.

DISCONNECT, REMOVE, AND REINSTALL EXISTING KEYED SWITCHES (DOOR RELEASE)
AFTER NEW NURSE STATION IS INSTALLED. REFER TO SHEET E4.2 FOR NEW LOCATION.

@ DISCONNECT, REMOVE AND REINSTALL EXISTING SWITCH FOR ROOM 129 LIGHTING.
REFER TO PLAN NOTE 15 ON SHEET E4.2 FOR ADDITIONAL INFORMATION.

@ DISCONNECT, REMOVE AND REINSTALL EXISTING SWITCH FOR ROOM 131 LIGHTING.
REFER TO PLAN NOTE 16 ON SHEET E4.2 FOR ADDITIONAL INFORMATION.

EXISTING INTELEX MONITORING SYSTEM LOCATION (IE: CABLING, CONDUIT, ETC.).
TEMPORARILY RELOCATE FROM THIS LOCATION TO TO LOCATION SHOWN ON THIS
PLAN. REFER TO NOTE 14.

TEMPORARY LOCATION OF EXISTING INTELEX MONITORING SYSTEM DURING
CONSTRUCTION PHASE. REFER TO DETAIL 2/E4.1 FOR FINAL LOCATION.

@ DISCONNECT, REMOVE AND REINSTALL EXISTING DOOR RELEASE STATION. EXTEND
ALL ASSOCIATED ELECTRICAL. REFER TO SHEET E4.1 FOR NEW LOCATION AND PLAN
NOTE 16 BELOW FOR TEMPORARY LOCATIONS.

@ TEMPORARY LOCATION OF EXISTING DOOR RELEASE STATION DURING
CONSTRUCTION. EXTEND ALL ASSOCIATED ELECTRICAL.

@ PROVIDE TEMPORARY POWER (CONNECT TO PANEL 2EC1) AND EXTEND EXISTING
JOHNSON CONTROL MONITORING FROM EXISTING LOCATION TO THIS LOCATION FOR
URINE REFRIGERATOR.

TEMPORARILY RELOCATE EXISTING REFRIGERATOR TO ROOM 106A. PROVIDE
TEMPORARY POWER (CONNECT TO PANEL 2EC1) AND EXTEND EXISTING JOHNSON
CONTROL MONITORING FROM EXISTING LOCATION TO TEMPORARY LOCATION FOR
REFRIGERATOR. REFER TO SHEET E2.1 FOR ROOM 106A.

@ TEMPORARY LOCATION OF EXISTING DOOR RELEASE. EXTEND ALL ASSOCIATED
ELECTRICAL FROM EXISTING LOCATION TO THIS LOCATION. COORDINATE FINAL
LOCATION WITH COR.

@ TEMPORARILY RELOCATE EXISTING REFRIGERATOR TO ROOM 106A. PROVIDE
TEMPORARY POWER (CONNECT TO PANEL 2EC1) AND EXTEND EXISTING JOHNSON
CONTROL MONITORING FROM EXISTING LOCATION TO THIS LOCATION FOR MED RM
REFRIGERATOR.

TEMPORARY LOCATION OF EXISTING MED CART (CONNECT TO PANEL 2EC1). EXTEND
ALL ASSOCIATED ELECTRICAL FROM EXISTING LOCATION TO THIS LOCATION.

@ PROVIDE (3) THREE TEMPORARY VOICE/DATA OUTLETS IN THIS ROOM. COORDINATE
WITH COR FOR EXACT LOCATION PRIOR TO ROUGH-IN.

TEMPORARILY RELOCATE EXISTING DOOR RELEASE TO ROOM 292 OR 254 AS DIRECTED
BY COR . EXTEND ALL ASSOCIATED ELECTRICAL FROM EXISTING LOCATION TO THIS
LOCATION.

@ TEMPORARILY RELOCATE EXISTING REFRIGERATOR TO OFFICE 101A. REFER TO NOTE
17.

@ TEMPORARILY RELOCATE EXISTING REFRIGERATOR TO ROOM 106. REFER TO NOTE 20.

@ TEMPORARILY RELOCATE EXISTING DOOR RELEASE BUTTON TO ROOM 106. REFER TO
NOTE 19.

@ TEMPORARILY RELOCATE EXISTING MEDICAL CART TO ROOM 106. REFER TO NOTE 21.
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GENERAL NOTES

INSTALL LIGHT SWITCHES AND WALL CONTROL STATIONS WITHIN ONE FOOT OF THE
ADJACENT DOOR OR SIDE LIGHT. WHEN INSTALLED ON THE HINGED SIDE OF DOOR
THEY SHALL NOT BE OBSTRUCTED WHEN DOOR IS OPEN.

PROVIDE ALL BRANCH CIRCUITS WITH A DEDICATED NEUTRAL CONDUCTOR PER
CIRCUIT.

PROVIDE A NON-SWITCHED CIRCUIT TO ALL EMERGENCY LIGHT FIXTURES AND EXIT
SIGNS.

FOR EXACT LOCATION OF CEILING MOUNTED ELECTRICAL LIGHTING, DEVICES, ETC. SEE
ARCHITECTURAL REFLECTED CEILING PLAN. FOR WALL MOUNTED DEVICES REFER TO
ARCHITECTURAL INTERIOR ELEVATIONS.

ALL DEVICES ON THIS SHEET SHALL BE CONNECTED TO EXISTING PANEL 2-L1-2, UNLESS
NOTED OTHERWISE. PROVIDE 20A/1P BREAKERS IN EXISTING SPACE IN PANEL. MATCH
EXISTING MANUFACTURE AND AIC RATING.

REFER TO MECHANICAL PLANS FOR ALL NEW DUCT LOCATIONS, ROUTING, ETC. THE
ELECTRICAL CONTRACTOR SHALL COORDINATE WITH MECHANICAL CONTRACTOR AND
RELOCATE ALL ELECTRICAL AND LOW VOLTAGE THAT IS IN THE WAY OF NEW DUCT
WORK INSTALLATION (I.E: CONDUIT, WIRE, LIGHT, FIRE ALARM, SOUND AND VOICE
ETC.).

ALL NEW DEVICES SHOWN TO BE INSTALLED ON EXISTING BLOCK WALLS SHALL BE
INSTALLED IN SURFACE RACEWAY. COLOR TO MATCH EXISTING SURFACE. ALL NEW
DEVICES SHOWN TO BE INSTALLED ON EXISTING SHEET ROCK WALLS SHALL BE CUT-IN
AND FLUSH MOUNTED. PROVIDE RECESSED BACKBOXES THROUGHOUT ALL NEW
CONSTRUCTION AREA.

REFER TO THE ARCHITECTURAL SPECIFICATIONS DIVISION 0 AND DIVISION 1 FOR
SCHEDULING REQUIREMENTS. MAINTAIN SERVICES TO OCCUPIED AREAS OF THE
BUILDING DURING CONSTRUCTION. PROVIDE TEMPORARY SERVICES AS REQUIRED.

PROVIDE ALL CUTTING AND PATCHING (INCLUDING FIRE STOPPING) OF FLOORS, WALLS
OR CEILINGS FOR DIVISION 26 WORK. MATCH ADJACENT SURFACES.

ELECTRICAL CONTRACTOR IS RESPONSIBLE TO REMOVE AND REINSTALL EXISTING
CEILINGS AS NEEDED FOR ELECTRICAL WORK BEYOND GENERAL DEMOLITION OF
CEILINGS SHOWN ON THE ARCHITECTS DRAWINGS. REPLACE ALL LAY-IN TILES
DAMAGED AS A RESULT OF THE DEMOLITION OF ELECTRICAL WORK.

SEAL ALL HOLES LEFT IN SMOKE OR FIRE RATED WALLS OR FLOORS COMPLETELY WITH
INTUMESCENT TYPE FIRE BARRIERS.

ALL CONDUITS, BACK BOXES, RACEWAYS, COVERPLATES, ETC. FOR VOICE, DATA, VIDEO, PAGING, NURSE
CALL, CCTV AND CARD ACCESS OUTLETS ARE PROVIDED BY DIVISION 26 ELECTRICAL CONTRACTOR.

ALL TECHNOLOGY SYSTEMS CABLING, DEVICES, EQUIPMENT INSTALLATION, CONNECTIONS AND TESTING FOR
VOICE, DATA, VIDEO, PAGING, NURSE CALL, CCTV AND CARD ACCESS OUTLETS ARE TO BE PROVIDED BY A
LICENSED LOW VOLTAGE/POWER LIMITED COMMUNICATIONS CONTRACTOR/SUBCONTRACTOR AS SHOWN
AND SPECIFIED IN DIVISION 27 SPECIFICATION.

ALL NETWORK ELECTRONICS (SWITCHES, SERVERS, ROUTERS, ETC.) AND WIRELESS ACCESS POINTS
REQUIRED TO ACTIVATE THE LAN/WLAN DATA NETWORK ARE TO BE PROVIDED BY THE OWNER.

PROVIDE PLENUM RATED WIRE FOR ALL TECHNOLOGY CABLING REQUIRED TO DEVICES INDICATED ON
TECHNOLOGY PLAN AND DIVISION 27 SPECIFICATIONS.

FOR EXACT LOCATION OF CEILING MOUNTED TECHNOLOGY DEVICES SEE ARCHITECTURAL REFLECTED
CEILING PLAN. FOR WALL MOUNTED DEVICES REFER TO ARCHITECTURAL INTERIOR ELEVATIONS.

TECHNOLOGY DEVICES EQUIPMENT, COMPONENTS, ETC SHOWN SCREENED (LIGHTLY SHADED) ARE EXISTING
TO REMAIN UNLESS NOTED OTHERWISE. DEVICES, ETC SHOWN BOLD ARE NEW AND SHALL BE PROVIDED
UNDER THIS CONTRACT.

MODIFY EXISTING FIRE ALARM AND PAGING SYSTEMS FOR THE ADDITION OF NEW DEVICES SHOWN. PROVIDE
ALL PROGRAMMING AND COMPONENTS AS REQUIRED FOR A COMPLETE AND OPERATIONAL SYSTEM.

WHERE NO EXISTING CABLE TRAY IS SUPPORT ALL CABLES EVERY 48"-60" USING APPROVED J-HOOK HANGERS
AS DESCRIBED IN SECTION 27 13 00.

ALL NEW TECHNOLOGY DEVICES SHOWN TO BE INSTALLED ON EXISTING BLOCK WALLS SHALL BE INSTALLED
IN SURFACE RACEWAY PROVIDE BY DIVISION 26 ELECTRICAL CONTRACTOR. DIVISION TECHNOLOGY
CONTRACTOR IS RESPONSIBLE FOR PROVIDING COVERPLATES FOR TECHNOLOGY DEVICE MOUNT.

ALL NEW TECHNOLOGY DEVICES SHOWN TO BE INSTALLED ON EXISTING SHEET AND NEW ROCK WALLS SHALL
BE FLUSH MOUNTED IN RECESSED BACKBOXES PROVIDED BY DIVISION 26 ELECTRICAL CONTRACTOR.

PROVIDE NEW HORIZONTAL UTP CATEGORY 6 ONFP COPPER CABLING FOR ALL NEW TECHNOLOGY VOICE AND
DATA OUTLETS SHOWN, ROUTE CABLING TO EXISTING TELECOMMUNICATIONS ROOM, TERMINATE, AND TEST.

PROVIDE NEW PLENUM RATED WIRING TO ALL NURSE CALL DEVICE LOCATIONS SHOWN AS REQUIRED, IN
ACCORDANCE WITH NURSE CALL MANUFACTURERS CABLING REQUIREMENTS, TO EXISTING LOW VOLTAGE
EQUIPMENT ROOM.

PLAN NOTES

@ USE BRANCH CIRCUIT SALVAGED DURING DEMOLITION TO FEED NEW DEVICES SHOWN.

PROVIDE A LUTRON 1200 WATT WALL DIMMER NOVA T OR EQUAL FOR CONTROL OF
NEW LIGHT FIXTURES SHOWN.

PROVIDE COMBINATION VOICE/DATA TECHNOLOGY OUTLET AT LOCATION SHOWN.
ROUTE (2) CABLES TO TELECOMMUNICATION ROOM AND MAKE ALL REQUIRED
TERMINATIONS.

@ ROUTE BRANCH CIRCUIT AND LOW VOLTAGE CABLING IN NEW NURSE STATION

FURNITURE PER ALL STATE AND LOCAL CODES. COORDINATE WITH NURSE STATION
FURNITURE CONTRACTOR PRIOR TO ROUGH-IN AND PROVIDE.

@ ALL EMERGENCY POWER SHALL BE CONNECTED TO EXISTING SQ D PANEL 2EC1

LOCATED IN THE BASEMENT LEVEL UNLESS NOTED OTHERWISE. PROVIDE 20A-1P
BREAKERS IN EXISTING SPACE. BREAKER SHALL MATCH EXISTING MANUFACTURE AND
AIC RATING.

FINAL LOCATION OF EXISTING INTELEX MONITORY SYSTEM. REFER TO SHEET E3.1
NOTE 13 FOR ADDITIONAL INFORMATION. RECONNECT ALL DEVICES AND CABLING.
PROVIDE NEW CONDUIT AND CABLING AS REQUIRED.

@ CONNECT NEW LIGHTS TO NEAREST EMERGENCY LIGHTING CIRCUIT ON THIS FLOOR

WITH SPARE CAPACITY. VERIFY EXACT CONDITIONS AT SITE PRIOR TO BID.

FINAL LOCATION OF RELOCATED DOOR RELEASE STATION. EXTEND ALL CONDUIT AND

ASSOCIATED ELECTRICAL TO RECONNECT DEVICE. REFER TO SHEET E3.1 NOTE 15 FOR
ADDITIONAL INFORMATION.

FINAL LOCATION OF RELOCATED REFRIGERATOR. RECONNECT JOHNSON CONTROLS
MONITORING SYSTEM. EXTEND ALL CONDUIT, CABLING, AND ASSOCIATED ELECTRICAL
TO RECONNECT DEVICE. REFER TO SHEET E3.1 NOTE 18 FOR ADDITIONAL
INFORMATION.

@ FINAL LOCATION OF RELOCATED REFRIGERATOR. RECONNECT JOHNSON CONTROLS

MONITORING SYSTEM. EXTEND ALL CONDUIT, CABLING, AND ASSOCIATED ELECTRICAL
TO RECONNECT DEVICES. REFER TO SHEET E3.1 NOTE 24 FOR ADDITIONAL
INFORMATION.
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GENERAL NOTES

INSTALL LIGHT SWITCHES AND WALL CONTROL STATIONS WITHIN ONE FOOT OF THE
ADJACENT DOOR OR SIDE LIGHT. WHEN INSTALLED ON THE HINGED SIDE OF DOOR
THEY SHALL NOT BE OBSTRUCTED WHEN DOOR IS OPEN.

PROVIDE ALL BRANCH CIRCUITS WITH A DEDICATED NEUTRAL CONDUCTOR PER
CIRCUIT.

PROVIDE A NON-SWITCHED CIRCUIT TO ALL EMERGENCY LIGHT FIXTURES AND EXIT
SIGNS.

FOR EXACT LOCATION OF CEILING MOUNTED ELECTRICAL LIGHTING, DEVICES, ETC. SEE
ARCHITECTURAL REFLECTED CEILING PLAN. FOR WALL MOUNTED DEVICES REFER TO
ARCHITECTURAL INTERIOR ELEVATIONS.

ALL DEVICES ON THIS SHEET SHALL BE CONNECTED TO EXISTING SQ D PANEL 51-L1-3,
UNLESS NOTED OTHERWISE. PROVIDE 20/1P BREAKERS IN EXISTING SPACE IN PANEL.
MATCH EXISTING MANUFACTURE AND AIC RATING.

REFER TO MECHANICAL PLANS FOR ALL NEW DUCT LOCATIONS, ROUTING, ETC. THE
ELECTRICAL CONTRACTOR SHALL COORDINATE WITH MECHANICAL CONTRACTOR AND
RELOCATE ALL ELECTRICAL AND LOW VOLTAGE THAT IS IN THE WAY OF NEW DUCT
WORK INSTALLATION (I.E: CONDUIT, WIRE, LIGHT, FIRE ALARM, SOUND AND VOICE
ETC.).

ALL NEW DEVICES SHOWN TO BE INSTALLED ON EXISTING BLOCK WALLS SHALL BE
INSTALLED IN SURFACE RACEWAY. COLOR TO MATCH EXISTING SURFACE. ALL NEW
DEVICES SHOWN TO BE INSTALLED ON EXISTING SHEET ROCK WALLS SHALL BE CUT-IN
AND FLUSH MOUNTED. PROVIDE RECESSED BACKBOXES THROUGHOUT ALL NEW
CONSTRUCTION AREA.

REFER TO THE ARCHITECTURAL SPECIFICATIONS DIVISION 0 AND DIVISION 1 FOR
SCHEDULING REQUIREMENTS. MAINTAIN SERVICES TO OCCUPIED AREAS OF THE
BUILDING DURING CONSTRUCTION. PROVIDE TEMPORARY SERVICES AS REQUIRED.

PROVIDE ALL CUTTING AND PATCHING (INCLUDING FIRE STOPPING) OF FLOORS, WALLS
OR CEILINGS FOR DIVISION 26 WORK. MATCH ADJACENT SURFACES.

ELECTRICAL CONTRACTOR IS RESPONSIBLE TO REMOVE AND REINSTALL EXISTING
CEILINGS AS NEEDED FOR ELECTRICAL WORK BEYOND GENERAL DEMOLITION OF
CEILINGS SHOWN ON THE ARCHITECTS DRAWINGS. REPLACE ALL LAY-IN TILES
DAMAGED AS A RESULT OF THE DEMOLITION OF ELECTRICAL WORK.

SEAL ALL HOLES LEFT IN SMOKE OR FIRE RATED WALLS OR FLOORS COMPLETELY WITH
INTUMESCENT TYPE FIRE BARRIERS.

ALL CONDUITS, BACK BOXES, RACEWAYS, COVERPLATES, ETC. FOR VOICE, DATA, VIDEO, PAGING, NURSE
CALL, CCTV AND CARD ACCESS OUTLETS ARE PROVIDED BY DIVISION 26 ELECTRICAL CONTRACTOR.

ALL TECHNOLOGY SYSTEMS CABLING, DEVICES, EQUIPMENT INSTALLATION, CONNECTIONS AND TESTING FOR
VOICE, DATA, VIDEO, PAGING, NURSE CALL, CCTV AND CARD ACCESS OUTLETS ARE TO BE PROVIDED BY A
LICENSED LOW VOLTAGE/POWER LIMITED COMMUNICATIONS CONTRACTOR/SUBCONTRACTOR AS SHOWN ON
PLANS AND AS SPECIFIED IN DIVISION 27 SPECIFICATION.

ALL NETWORK ELECTRONICS (SWITCHES, SERVERS, ROUTERS, ETC.) AND WIRELESS ACCESS POINTS
REQUIRED TO ACTIVATE THE LAN/WLAN DATA NETWORK ARE TO BE PROVIDED BY THE OWNER.

PROVIDE PLENUM RATED WIRE FOR ALL TECHNOLOGY CABLING REQUIRED TO DEVICES INDICATED ON
TECHNOLOGY PLAN AND DIVISION 27 SPECIFICATIONS.

FOR EXACT LOCATION OF CEILING MOUNTED TECHNOLOGY DEVICES SEE ARCHITECTURAL REFLECTED
CEILING PLAN. FOR WALL MOUNTED DEVICES REFER TO ARCHITECTURAL INTERIOR ELEVATIONS.

TECHNOLOGY DEVICES EQUIPMENT, COMPONENTS, ETC SHOWN SCREENED (LIGHTLY SHADED) ARE EXISTING
TO REMAIN UNLESS NOTED OTHERWISE. DEVICES, ETC SHOWN BOLD ARE NEW AND SHALL BE PROVIDED
UNDER THIS CONTRACT.

MODIFY EXISTING FIRE ALARM AND PAGING SYSTEMS FOR THE ADDITION OF NEW DEVICES SHOWN. PROVIDE
ALL PROGRAMMING AND COMPONENTS AS REQUIRED FOR A COMPLETE AND OPERATIONAL SYSTEM.

WHERE NO EXISTING CABLE TRAY IS SUPPORT ALL CABLES EVERY 48"-60" USING APPROVED J-HOOK HANGERS
AS DESCRIBED IN SECTION 27 13 00.

ALL NEW TECHNOLOGY DEVICES SHOWN TO BE INSTALLED ON EXISTING BLOCK WALLS SHALL BE INSTALLED
IN SURFACE RACEWAY PROVIDE BY DIVISION 26 ELECTRICAL CONTRACTOR. DIVISION TECHNOLOGY
CONTRACTOR IS RESPONSIBLE FOR PROVIDING COVERPLATES FOR TECHNOLOGY DEVICE MOUNT.

ALL NEW TECHNOLOGY DEVICES SHOWN TO BE INSTALLED ON EXISTING SHEET AND NEW ROCK WALLS SHALL
BE FLUSH MOUNTED IN RECESSED BACKBOXES PROVIDED BY DIVISION 26 ELECTRICAL CONTRACTOR.

PROVIDE NEW HORIZONTAL UTP CATEGORY 6 ONFP COPPER CABLING FOR ALL NEW TECHNOLOGY VOICE AND
DATA OUTLETS SHOWN, ROUTE CABLING TO EXISTING TELECOMMUNICATIONS ROOM, TERMINATE, AND TEST.

PROVIDE NEW PLENUM RATED WIRING TO ALL NURSE CALL DEVICE LOCATIONS SHOWN AS REQUIRED, IN
ACCORDANCE WITH NURSE CALL MANUFACTURERS CABLING REQUIREMENTS, TO EXISTING LOW VOLTAGE
EQUIPMENT ROOM.

PLAN NOTES

EMERGENCY DEVICE SHALL BE CONNECTED TO EXISTING PANEL 51-EC1-1. PROVIDE
20A/1P BREAKERS IN EXISTING SPACE. BREAKERS SHALL MATCH EXISTING PANEL AIC
RATING TYPICAL.

@ USE SPARE BRANCH CIRCUIT SALVAGED DURING DEMOLITION TO FEED DEVICE

SHOWN.

@ MAKE ALL REQUIRED CONNECTIONS TO EXISTING FIRE ALARM SYSTEM.

PROVIDE COMBINATION VOICE/DATA TECHNOLOGY OUTLET AT LOCATION SHOWN.
ROUTE (2) CABLES TO TELECOMMUNICATION ROOM AND MAKE ALL REQUIRED
TERMINATIONS.

ROUTE BRANCH CIRCUIT AND LOW VOLTAGE CABLING IN NEW NURSE STATION
FURNITURE. COORDINATE WITH NURSE STATION FURNITURE CONTRACTOR PRIOR TO
ROUGH-IN AND PROVIDE.

EMERGENCY DEVICE SHALL BE CONNECTED TO EXISTING SQ D PANEL 51-EC2-1.
PROVIDE 20A/1P BREAKERS IN EXISTING SPACE. BREAKERS SHALL MATCH EXISTING
PANEL AIC RATING TYPICAL.

USE SPARE CRITICAL BRANCH CIRCUIT SALVAGED DURING DEMOLITION TO FEED
DEVICE SHOWN.

MAKE CONNECTION TO ROOM LIGHTING SUCH THAT FIXTURE IS CONTROLLED WITH
THE REST OF ROOM LIGHTING.

CONNECT ROOM LIGHT FIXTURE TO NEAREST LIGHTING BRANCH CIRCUIT AND
PROVIDE CONTROLS AS SHOWN.

INSTALL LIGHT FIXTURE SALVAGED DURING DEMOLITION.

@ RELOCATED SWITCHES/DIMMERS. EXTEND ALL ASSOCIATED ELECTRICAL FROM

EXISTING LOCATION SHOWN ON SHEET E3.1 AND RECONNECT.

DEVICE SHALL BE CONNECTED TO EXISTING SQ D PANEL 51-L2-2. PROVIDE A 20AMP
1POLE BREAKERS IN SPACE IN PANEL. MATCH EXISTING MANUFACTURE AND AIC
RATING.

@ REINSTALL KEYED SWITCHES FOR DOORS SALVAGED DURING DEMOLITION. EXTEND

ALL EXISTING CIRCUITING/WIRING AS REQUIRED.

@ REINSTALL EXISTING SPEAKER SALVAGED DURING DEMOLITION. EXTEND ALL EXISTING

CABLING AS REQUIRED.

@ REINSTALL EXISTING SWITCH SALVAGED DURING DEMOLITION. EXTEND ALL

ASSOCIATED ELECTRICAL. REFER TO PLAN NOTE 11 ON SHEET E3.1 FOR ADDITIONAL
INFORMATION.

REINSTALL EXISTING SWITCH SALVAGED DURING DEMOLITION. EXTEND ALL

ASSOCIATED ELECTRICAL. REFER TO PLAN NOTE 12 ON SHEET E3.1 FOR ADDITIONAL
INFORMATION.

@ FINAL LOCATION OF RELOCATED REFRIGERATOR. RECONNECT JOHNSON CONTROLS

MONITORING SYSTEM. EXTEND ALL CONDUIT, CABLING, AND ASSOCIATED ELECTRICAL
TO RECONNECT DEVICES. REFER TO SHEET E3.1 NOTE 25 FOR ADDITIONAL
INFORMATION.

@ FINAL LOCATION OF RELOCATED DOOR RELEASE BUTTON. EXTEND ALL CONDUIT,

CABLING, AND ALL ASSOCIATED ELECTRICAL REQUIRED TO RECONNECT. REFER TO E3.1
NOTE 26 FOR ADDITIONAL INFORMATION.

FINAL LOCATION OF MEDICAL CART. REFER TO E3.1 NOTE 27 FOR ADDITIONAL

INFORMATION.

FINAL LOCATION OF RELOCATED DOOR RELEASE BUTTON. EXTEND ALL CONDUIT,

CABLING, AND ALL ASSOCIATED ELECTRICAL REQUIRED TO RECONNECT. REFER TO E3.1
NOTE 23 FOR ADDITIONAL INFORMATION.
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1 7 3 4 5 S} / 8 9
Panelboard Schedule Panelboard Schedule Panelboard Schedule Panelboard Schedule
Name EXISTING 2-L1-2 Phase 3 Main MLO Name EXISTING 2EC Phase 3 Main 100A MCB Name EXISTING 51-EC1-1 Phase 3 Main 100A MCB Name EXISTING 51-L1-3 Phase 3 Main MLO
Location HALL Wire 4 Bussing  225A Location RM11 BASEMENWire 4 Bussing 125 Location HALL Wire 4 Bussing  125A Location HALL Wire 4 Bussing  225A
= Mounting RECESSED Voltage  120/208 AlC Mounting SURFACE Voltage  120/208 AIC Mounting RECESSED Voltage  120/208 AIC Mounting RECESSED Voltage  120/208 AlC
o Description Type Load Ckt Bkr Ckt # Ckt# | CktBkr Load | Type Description Description Type |  Load Ckt Bkr Ckt # Ckt# | CktBkr Load | Type Description Description Type Load Ckt Bkr Ckt # Ckt# | CktBkr Load | Type Description Description Type Load Ckt Bkr Ckt # Ckt# | CktBkr Load | Type Description
® EXISTING LOAD 20/1 1 2 20/1 EXISTING LOAD EXISTING LOAD 20/1 1 2 20/1 EXISTING LOAD EXISTING LOAD 20/1 1 2 20/1 EXISTING LOAD EXISTING LOAD 20/1 1 2 20/1 EXISTING LOAD
r:\ EXISTING LOAD 20/1 3 4 20/1 EXISTING LOAD EXISTING LOAD 20/1 3 4 20/1 EXISTING LOAD EXISTING LOAD 20/1 3 4 20/1 EXISTING LOAD EXISTING LOAD 20/1 3 4 20/1 EXISTING LOAD
EXISTING LOAD 20/1 5 6 20/1 EXISTING LOAD EXISTING LOAD 20/1 5 6 20/1 EXISTING LOAD EXISTING LOAD 20/1 5 6 20/1 EXISTING LOAD EXISTING LOAD 20/1 5 6 20/1 EXISTING LOAD A
EXISTING LOAD 20/1 7 8 20/1 EXISTING LOAD EXISTING LOAD 20/1 7 8 20/1 EXISTING LOAD EXISTING LOAD 20/1 7 8 20/1 EXISTING LOAD EXISTING LOAD 20/1 7 8 20/1 EXISTING LOAD a
gj EXISTING LOAD 20/1 9 10 20/1 200 RC NURSE 121 EXISTING LOAD 20/1 9 10 20/1 EXISTING LOAD EXISTING LOAD 20/1 9 10 20/1 EXISTING LOAD EXISTING LOAD 20/1 9 10 20/1 EXISTING LOAD
© EXISTING LOAD 20/1 11 12 20/1 EXISTING LOAD EXISTING LOAD 20/1 11 12 20/1 EXISTING LOAD EXISTING LOAD 20/1 11 12 20/1 EXISTING LOAD EXISTING LOAD 20/1 11 12 20/1 EXISTING LOAD
= EXISTING LOAD 20/1 13 14 20/1 EXISTING LOAD EXISTING LOAD 20/1 13 14 20/1 EXISTING LOAD EXISTING LOAD 20/1 13 14 20/1 EXISTING LOAD EXISTING LOAD 20/1 13 14 20/1 EXISTING LOAD
,: EXISTING LOAD 20/2 15 16 20/1 EXISTING LOAD EXISTING LOAD 20/1 15 16 20/1 EXISTING LOAD SPACE 15 16 20/1 EXISTING LOAD EXISTING LOAD 20/1 15 16 20/1 EXISTING LOAD
E, EXISTING LOAD 17 18 20/1 EXISTING LOAD EXISTING LOAD 20/1 17 18 20/3 EXISTING LOAD SPACE 17 18 20/1 EXISTING LOAD EXISTING LOAD 20/1 17 18 20/1 EXISTING LOAD
N EXISTING LOAD 20/1 19 20 20/1 EXISTING LOAD EXISTING LOAD 20/1 19 20 EXISTING LOAD SPACE 19 20 20/1 200 RC NURSE 131 EXISTING LOAD 20/1 19 20 20/1 EXISTING LOAD
EXISTING LOAD 20/1 21 22 20/1 EXISTING LOAD EXISTING LOAD 20/1 21 22 EXISTING LOAD SPACE 21 22 20/1 200 RC NURSE 131 EXISTING LOAD 20/1 21 22 20/1 200 RC NURSE 131
EXISTING LOAD 20/1 23 24 20/1 EXISTING LOAD EXISTING LOAD 20/1 23 24 20/3 EXISTING LOAD SPACE 23 24 20/1 200 RC NURSE 131 EXISTING LOAD 20/1 23 24 20/1 200 RC NURSE 131
EXISTING LOAD 30/2 25 26 20/1 EXISTING LOAD EXISTING LOAD 20/1 25 26 EXISTING LOAD SPACE 25 26 20/1 200 RC NURSE 131 EXISTING LOAD 20/1 25 26 20/1 200 RC NURSE 131
T\ EXISTING LOAD 27 28 20/1 EXISTING LOAD NURSE 121 RC 200 20/1 27 28 EXISTING LOAD SPACE 27 28 20/1 200 RC NURSE 131 EXISTING LOAD 20/1 27 28 20/1 200 RC NURSE 131
; SPARE 50/2 29 30 20/1 200 RC NURSE 121 NURSE 121 RC 200 20/1 29 30 20/1 EXISTING LOAD SPACE 29 30 201 200 RC MED RM 133 EXISTING LOAD 20/1 29 30 20/1 200 RC NURSE 131
v SPARE 31 32 20/1 200 RC NURSE 121 EXISTING LOAD 20/3 31 32 20/1 EXISTING LOAD SPACE 31 32 20/1 200 RC MED RM 133 EXISTING LOAD 20/1 31 32 20/1 200 RC MED RM 133
SPACE 20/1 33 34 20/1 200 RC NURSE 121 EXISTING LOAD 33 34 20/1 200 RC NURSE 121 SPACE 33 34 20/1 200 RC NURSE 116 EXISTING LOAD 20/1 33 34 20/1 200 RC MED RM 133
| SPACE 20/1 35 36 20/1 200 RC NURSE 121 EXISTING LOAD 35 36 20/1 200 RC NURSE 121 SPACE 35 36 20/1 200 RC MED RM 133 EXISTING LOAD 20/1 35 36 20/1 200 RC MED RM 133
0 SPACE 20/1 37 38 20/1 200 RC NURSE 121 EXISTING LOAD 20/3 37 38 20/1 200 RC NURSE 121 SPACE 37 38 20/1 200 RC MED RM 133 EXISTING LOAD 20/1 37 38 20/1 200 RC MED RM 133
L SPACE 20/1 39 40 20/1 200 RC NURSE 121 EXISTING LOAD 39 40 40/2 EXISTING LOAD SPACE 39 40 20/1 200 RC MED RM 133 EXISTING LOAD 20/1 39 40 20/1 200 RC MED RM 133
E: SPACE 20/1 41 42 20/1 200 RC NURSE 121 EXISTING LOAD 41 42 EXISTING LOAD SPACE 41 42 20/1 200 RC NURSE 131 EXISTING LOAD 20/1 41 42 20/1 SPARE
o Notes Notes Notes Notes
’;‘ 1. PROVIDE BREAKER IN EXISTING SPACE. 1. USE SPARE BREAKER IN EXISTING PANEL. 1.PROVIDE A NEW BREAKER IN EXISTING PANEL. 1. USE SPARE BREAKER IN EXISTING PANEL.
2. EXISTING PANEL MANUFACTURE IS SQ. D. 2. EXISTING PANEL MANUFACTURE IS SQ. D. 2. EXISTING PANEL MANUFACTURE IS SQ. D. 2. EXISTING PANEL MANUFACTURE IS SQ. D.
(@]
Panelboard Schedule Panelboard Schedule Panelboard Schedule
Name EXISTING 51-L1-2 Phase 3 Main MLO Name EXISTING 51-EC2-1 Phase 3 Main MLO Name EXISTING 51-L2-2 Phase 3 Main MLO
Location HALL Wire 4 Bussing 2254 Location HALL Wire 4 Bussing  225A Location HALL Wire 4 Bussing 2254
Mounting RECESSED Voltage 120/208 AIC Mounting RECESSED Voltage 120/208 AIC Mounting RECESSED Voltage 120/208 AIC
Description Type Load Ckt Bkr Ckt # Ckt # Ckt Bkr Load | Type Description Description Type Load Ckt Bkr Ckt # Ckt # Ckt Bkr Load | Type Description Description Type Load Ckt Bkr Ckt # Ckt # Ckt Bkr Load | Type Description
EXISTING LOAD 20/1 1 2 20/1 EXISTING LOAD EXISTING LOAD 20/1 1 2 20/1 EXISTING LOAD EXISTING LOAD 20/1 1 2 20/1 EXISTING LOAD
EXISTING LOAD 20/1 3 4 20/1 EXISTING LOAD EXISTING LOAD 20/1 3 4 20/1 EXISTING LOAD EXISTING LOAD 20/1 3 4 20/1 EXISTING LOAD
EXISTING LOAD 20/1 5 6 20/1 EXISTING LOAD EXISTING LOAD 20/1 5 6 20/1 EXISTING LOAD EXISTING LOAD 20/1 5 6 20/1 EXISTING LOAD
‘(;; EXISTING LOAD 20/1 7 8 20/1 EXISTING LOAD EXISTING LOAD 20/1 7 8 20/1 EXISTING LOAD EXISTING LOAD 20/1 7 8 20/1 EXISTING LOAD
2 EXISTING LOAD 20/1 9 10 20/1 EXISTING LOAD EXISTING LOAD 20/1 9 10 20/1 EXISTING LOAD EXISTING LOAD 20/1 9 10 20/1 EXISTING LOAD
) EXISTING LOAD 20/1 11 12 20/1 EXISTING LOAD EXISTING LOAD 20/1 11 12 20/1 EXISTING LOAD EXISTING LOAD 20/1 11 12 20/1 EXISTING LOAD
EXISTING LOAD 20/1 13 14 20/1 EXISTING LOAD EXISTING LOAD 20/1 13 14 20/1 EXISTING LOAD EXISTING LOAD 20/1 13 14 20/1 EXISTING LOAD
EXISTING LOAD 20/1 15 16 20/1 EXISTING LOAD EXISTING LOAD 20/1 15 16 20/1 EXISTING LOAD EXISTING LOAD 20/1 15 16 20/1 EXISTING LOAD
- EXISTING LOAD 20/1 17 18 20/1 EXISTING LOAD EXISTING LOAD 20/1 17 18 20/1 EXISTING LOAD EXISTING LOAD 20/1 17 18 20/1 EXISTING LOAD
L‘ EXISTING LOAD 20/1 19 20 20/1 EXISTING LOAD EXISTING LOAD 20/1 19 20 20/1 EXISTING LOAD EXISTING LOAD 20/1 19 20 20/1 EXISTING LOAD
7 EXISTING LOAD 20/1 21 22 20/1 EXISTING LOAD EXISTING LOAD 20/1 21 22 20/1 EXISTING LOAD EXISTING LOAD 20/1 21 22 20/1 EXISTING LOAD
\:’ EXISTING LOAD 20/1 23 24 20/1 EXISTING LOAD EXISTING LOAD 20/1 23 24 20/1 EXISTING LOAD EXISTING LOAD 20/1 23 24 20/1 EXISTING LOAD
- EXISTING LOAD 20/1 25 26 20/1 EXISTING LOAD EXISTING LOAD 20/1 25 26 20/1 EXISTING LOAD EXISTING LOAD 20/1 25 26 20/1 EXISTING LOAD
EXISTING LOAD 20/1 27 28 20/1 EXISTING LOAD EXISTING LOAD 30/2 27 28 20/1 200 RC NURSE 202 EXISTING LOAD 20/2 27 28 20/1 EXISTING LOAD C
EXISTING LOAD 20/1 29 30 20/1 EXISTING LOAD EXISTING LOAD 29 30 20/1 200 RC NURSE 202 EXISTING LOAD 29 30 20/1 EXISTING LOAD
EXISTING LOAD 20/1 31 32 20/1 EXISTING LOAD SPACE 31 32 20/1 200 RC NURSE 202 EXISTING LOAD 20/2 31 32 20/1 EXISTING LOAD
EXISTING LOAD 20/1 33 34 20/1 EXISTING LOAD SPACE 33 34 20/1 200 RC NURSE 202 EXISTING LOAD 33 34 20/1 200 RC NURSE 202
EXISTING LOAD 301 35 36 20/1 EXISTING LOAD SPACE 35 36 20/1 200 RC NURSE 202 NURSE 202 20/1 35 36 20/1 200 RC NURSE 202
- EXISTING LOAD 301 37 38 20/1 EXISTING LOAD SPACE 37 38 20/1 200 RC NURSE 202 CHART 204 20/1 37 38 20/1 200 RC NURSE 202
Z’ K NURSE 116 RC 200 20/1 39 40 20/1 EXISTING LOAD SPACE 39 40 20/1 200 RC CHART 204 EXISTING LOAD 20/1 39 40 20/1 200 RC NURSE 202
i SPACE 41 42 SPACE SPACE 41 42 SPACE EXISTING LOAD 20/1 41 42 20/1 200 RC NURSE 202
”\ Notes Notes Notes
- 1. PROVIDE A BREAKER IN EXISTING PANEL SPACE. 1. PROVIDE A BREAKER IN EXISTING PANEL SPACE. 1.USE SPARE BREAKER IN EXISTING PANEL.
2. EXISTING PANEL MANUFACTURE IS SQ. D. 2. EXISTING PANEL MANUFACTURE IS SQ. D. 2. EXISTING PANEL MANUFACTURE IS SQ. D.
()
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< LIGHT FIXTURE SCHEDULE
TYPE FIXTURE TYPE MOUNTING LAMP TYPE VOLTAGE/ BALLAST FIXTURE DESCRIPTION MANUFACTURER/ CATALOG SERIES NOTES
A 6" DOWNLIGHT DIM RECESSED LAY-IN (2) 26 DDT, 3500K 120 VOLT ELECTRONIC/ (1) 2 OPEN CLEAR LITHONIA LF6N SERIES OR EQUAL
LAMP BALLAST LUTRON
DIMMING BALLAST
< D
B | 2x4 LENSED TROFFER LAY IN RECESSED (3) F025 T8/ 3500K | 120 VOLT ELECTRONIC/ (1) 3 |-125 ACRYLIC LENS, PATTERN #A12, FLUSH STEEL | LITHONIA 2GT8 SERIES OR EQUAL
FLUORESCENT LAMP BALLAST, INSTANT DOOR, PAINTED AFTER FABRICATION, ENCLOSED
- START SPRING LOADED LATCHES
o
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